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ROOF CONSTRUCTION:
ROOD SLATE ON, TREATED SW ROOF BATTENS ON,
SELECTED BREATHER MEMBRANE ON SELECTED
SW PREFABRICATED ROOF TRUSS SYSTEM FIXED
TO TREATED 100X75MM SW WALLPLATE. INTERNAL
CEILING TO BE 200MM HOLLOWCORE SLAB FOR
SECURITY PURPOSES.

CAVITY WALL:
FLAT SAND / CEMENT PLASTER FINISH TO
100MM OUTER LEAF, 100MM CAVITY,
215MM INNER LEAF. INSIDE FACE OF INNER
LEAF TO REMAIN FAIR-FACED.
CAVITY WALL SUPPORTED ON CONCRETE

Generator Room

FLOOR SLAB:
150MM THK CONCRETE WITH A393 MESH
70MM KINGSPAN TR70 OR SIMILAR
APPROVED INSULATION COMBINED
RADON/DPC LAYER 50MM SAND
250MM COMPACTED SR21 T1
50MM BLINDING CONCRETE

FLOOR:

215

RAISED ACCESS FLOOR ON
150MM REINFORCED CONCRETE
FLOOR SLAB ON SELECTED INSULATION ON
DPC ON SAND BLINDING ALL SUPPORTED OFF
WELL COMPACTED HARDCORE. FFL . 81.56m
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